	UBP-0001
PP-LARA1-C1.CKT.21
DAQ4.ACDIST.IN
208V 3Ø POWER
	
	UBP-0002
DAQ4.ACDIST.OUT
DAQ4.E PDU.
208V 3Ø POWER
	
	UBP-0003
DAQ4.ACDIST.UNS'D
DAQ4.RPS.AC 1
POWER
	
	UBP-0004
DAQ4.ACDIST.UNS'D
DAQ4.SLCON.AC 1
POWER
	
	UBP-0005
DAQ4.A PDU 1. 1
DAQ4.SEB1.AC 1
POWER
	
	UBP-0006
DAQ4.A PDU 1. 2
DAQ4.SEB2.AC 1
POWER
	
	UBP-0007
DAQ4.A PDU 1. 3
DAQ4.SEB3.AC 1
POWER

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBP-0008
DAQ4.A PDU 1. 4
DAQ4.SEB4.AC 1
POWER
	
	UBP-0009
DAQ4.A PDU 1. 5
DAQ4.SEB5.AC 1
POWER
	
	UBP-0010
DAQ4.A PDU 1. 6
DAQ4.SEB6.AC 1
POWER
	
	UBP-0011
DAQ4.A PDU 1. 7
DAQ4.SEB7.AC 1
POWER
	
	UBP-0012
DAQ4.A PDU 1. 8
DAQ4.SEB8.AC 1
POWER
	
	UBP-0013
DAQ4.A PDU 2. 1
DAQ4.SEB1.AC 2
POWER
	
	UBP-0014
DAQ4.A PDU 2. 2
DAQ4.SEB2.AC 2
POWER

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBP-0015
DAQ4.A PDU 2. 3
DAQ4.SEB3.AC 2
POWER
	
	UBP-0016
DAQ4.A PDU 2. 4
DAQ4.SEB4.AC 2
POWER
	
	UBP-0017
DAQ4.A PDU 2. 5
DAQ4.SEB5.AC 2
POWER
	
	UBP-0018
DAQ4.A PDU 2. 6
DAQ4.SEB6.AC 2
POWER
	
	UBP-0019
DAQ4.A PDU 2. 7
DAQ4.SEB7.AC 2
POWER
	
	UBP-0020
DAQ4.A PDU 2. 8
DAQ4.SEB8.AC 2
POWER
	
	UBP-0021
DAQ4.E PDU.CB 2 J9
DAQ4.UPS 1.AC 1
POWER



	UBP-0022
DAQ4.UPS 1.LOAD 1 1
DAQ4.A PDU 1.AC 1
POWER
	
	UBP-0023
DAQ4.E PDU.CB 1 J1
DAQ4.UPS 2.AC 1
POWER
	
	UBP-0024
DAQ4.UPS 2.LOAD 1 1
DAQ4.A PDU 2.AC 1
POWER
	
	UBP-0025
PP-LARA1-C1.CKT.15
DAQ3.ACDIST.IN
208V 3Ø POWER
	
	UBP-0026
DAQ3.ACDIST.OUT
DAQ3.E PDU.
208V 3Ø POWER
	
	UBP-0027
DAQ3.ACDIST.UNS'D
DAQ3.RPS.AC 1
POWER
	
	UBP-0028
DAQ3.ACDIST.UNS'D
DAQ3.SLCON.AC 1
POWER

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBP-0029
DAQ3.A PDU 3. 1
DAQ3.SEB9.AC 1
POWER
	
	UBP-0030
DAQ3.A PDU 3. 2
DAQ3.SEB9.AC 2
POWER
	
	UBP-0031
DAQ3.A PDU 3. 3
DAQ3.SEB10.AC 1
POWER
	
	UBP-0032
DAQ3.A PDU 3. 4
DAQ3.SEB10.AC 2
POWER
	
	UBP-0033
DAQ3.A PDU 3. 5
DAQ3.EVB.AC 1
POWER
	
	UBP-0034
DAQ3.A PDU 3. 6
DAQ3.EVB.AC 2
POWER
	
	UBP-0035
DAQ3.E PDU.CB 2 J9
DAQ3.UPS 3.AC 1
POWER

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBP-0036
DAQ3.UPS 3.LOAD 1 1
DAQ3.A PDU 3.AC 1
POWER
	
	UBP-0037
DAQ3.E PDU.CB 1 J1
DAQ3.FEF.AC 1
POWER
	
	UBP-0038
DAQ3.E PDU.CB 1 J2
DAQ3.KVM.AC 1
POWER
	
	UBP-0039
PP-LARA1-C1.CKT 9
DAQ2.ACDIST.IN
208V 3Ø POWER
	
	UBP-0040
DAQ2.ACDIST.OUT
DAQ2.E PDU.
208V 3Ø POWER
	
	UBP-0041
DAQ2.ACDIST.UNS'D
DAQ2.RPS.AC 1
POWER
	
	UBP-0042
DAQ2.ACDIST.UNS'D
DAQ2.SLCON.AC 1
POWER



	UBP-0043
DAQ2.A PDU 4. 7
DAQ2.uBNPC.AC 1
POWER
	
	UBP-0044
DAQ2.A PDU 4. 8
DAQ2.uBNPC.AC 2
POWER
	
	UBP-0045
DAQ2.A PDU 4. 3
DAQ2.SLMNCN.AC 1
POWER
	
	UBP-0046
DAQ2.A PDU 4. 4
DAQ2.SLMNCN.AC 2
POWER
	
	UBP-0047
DAQ2.A PDU 4. 6
DAQ2.IPMI.AC 1
POWER
	
	UBP-0048
DAQ2.A PDU 4. 1
DAQ2.1U PC 1.AC 1
POWER
	
	UBP-0049
DAQ2.A PDU 4. 2
DAQ2.1U PC 2.AC 1
POWER

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBP-0050
DAQ2.E PDU.CB 3 J17
DAQ2.USBNET.AC 1
POWER
	
	UBP-0051
DAQ2.E PDU.CB 2 J9
DAQ2.KVM.AC 1
POWER
	
	UBP-0052
DAQ2.E PDU.CB 1 J1
DAQ2.UPS 4.AC 1
POWER
	
	UBP-0053
DAQ2.UPS 4.LOAD 1
DAQ2.A PDU 4.AC 1
POWER
	
	UBP-0054
NET.E PDU.CB 3 J20
NET.NETMANGER.AC
POWER
	
	UBP-0055
NET.E PDU.CB 3 J19
NET.1-3750-SW.AC 2
POWER
	
	UBP-0056
NET.E PDU.CB 3 J18
NET.2-3750-SW.AC 2
POWER

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBP-0057
NET.E PDU.CB 3 J17
NET.3-3750-SW.AC 2
POWER
	
	UBP-0058
NET.E PDU.CB 2 J11
NET.1-3750-SW.AC 1
POWER
	
	UBP-0059
NET.E PDU.CB 2 J10
NET.2-3750-SW.AC 1
POWER
	
	UBP-0060
NET.E PDU.CB 2 J9
NET.3-3750-SW.AC 1
POWER
	
	UBP-0061
NET.E PDU.CB 1 J8
NET.SWITCH.AC
POWER
	
	UBP-0062
NET.E PDU.CB 1 J7
NET.REPEATER.AC
POWER
	
	UBP-0063
NET.E PDU.CB 1 J6
NET.IRM.AC
POWER



	UBP-0064
PP-LARA1-C1.CKT 10
NET.ACDIST.IN
208V 3Ø POWER
	
	UBP-0065
NET.ACDIST.OUT
NET.E PDU
208V 3Ø POWER
	
	UBP-0066
NET.ACDIST.UNS'D
NET.RPS.AC
POWER
	
	UBP-0067
PP-LARA1-C1.CKT 3
DAQ1.ACDIST.IN
208V 3Ø POWER
	
	UBP-0068
DAQ1.ACDIST.OUT
DAQ1.E PDU
208V 3Ø POWER
	
	UBP-0069
DAQ1.ACDIST.UNS'D
DAQ1.RPS.AC 1
POWER
	
	UBP-0070
DAQ1.ACDIST.UNS'D
DAQ1.SLCON.CU 1
POWER

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBK-0001
DAQ3.KVM.KVM 1
DAQ4.SEB1.KVM
KVM - LONG
	
	UBK-0002
DAQ3.KVM.KVM 2
DAQ4.SEB2.KVM
KVM - LONG
	
	UBK-0003
DAQ3.KVM.KVM 3
DAQ4.SEB3.KVM
KVM - LONG
	
	UBK-0004
DAQ3.KVM.KVM 4
DAQ4.SEB4.KVM
KVM - LONG
	
	UBK-0005
DAQ3.KVM.KVM 5
DAQ4.SEB5.KVM
KVM - LONG
	
	UBK-0006
DAQ3.KVM.KVM 6
DAQ4.SEB6.KVM
KVM - LONG
	
	UBK-0007
DAQ3.KVM.KVM 7
DAQ4.SEB7.KVM
KVM - LONG

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBK-0008
DAQ3.KVM.KVM 8
DAQ4.SEB8.KVM
KVM - LONG
	
	UBK-0009
DAQ3.KVM.KVM 10
DAQ3.SEB9.KVM
KVM - SHORT
	
	UBK-0010
DAQ3.KVM.KVM 11
DAQ3.SEB10.KVM
KVM - SHORT
	
	UBK-0011
DAQ3.KVM.KVM 12
DAQ3.EVB.KVM
KVM - SHORT
	
	UBK-0012
DAQ3.KVM.KVM 13
DAQ2.uBNPC.KVM
KVM - LONG
	
	UBK-0013
DAQ3.KVM.KVM 14
DAQ2.SLMNCN.KVM
KVM - LONG
	
	UBK-0014
DAQ3.KVM.KVM 15
DAQ2.IPMI.KVM
KVM - LONG



	UBK-0015
DAQ2.KVM.KVM  1
DAQ2.1U PC 1.KVM
KVM - SHORT
	
	UBK-0016
DAQ2.KVM.KVM 2
DAQ2.1U PC 2.KVM
KVM - SHORT
	
	UBC-0001
DAQ4.ACDIST.INTLOK
DAQ4.RPS.INTLOCK
INTERLOCK
	
	UBC-0002
NET.3-3750-SW.CU 14
DAQ4.SLCON.CU 1
PRIVATE 20'
	
	UBC-0003
NET.2-3750-SW.CU 1
DAQ4.SEB1.CU PUB
PUBLIC 20'
	
	UBC-0004
NET.3-3750-SW.CU 1
DAQ4.SEB1.CU PRI
PRIVATE 20'
	
	UBC-0005
NET.4-3750-SW.CU 1
DAQ4.SEB1.CU IPMI
IPMI 20'

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBC-0006
NET.2-3750-SW.CU 2
DAQ4.SEB2.CU PUB
PUBLIC 20'
	
	UBC-0007
NET.3-3750-SW.CU 2
DAQ4.SEB2.CU PRI
PRIVATE 20'
	
	UBC-0008
NET.4-3750-SW.CU 2
DAQ4.SEB2.CU IPMI
IPMI 20'
	
	UBC-0009
NET.2-3750-SW.CU 3
DAQ4.SEB3.CU PUB
PUBLIC 20'
	
	UBC-0010
NET.3-3750-SW.CU 3
DAQ4.SEB3.CU PRI
PRIVATE 20'
	
	UBC-0011
NET.4-3750-SW.CU 3
DAQ4.SEB3.CU IPMI
IPMI 20'
	
	UBC-0012
NET.2-3750-SW.CU 4
DAQ4.SEB4.CU PUB
PUBLIC 20'

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBC-0013
NET.3-3750-SW.CU 4
DAQ4.SEB4.CU PRI
PRIVATE 20'
	
	UBC-0014
NET.4-3750-SW.CU 4
DAQ4.SEB4.CU IPMI
IPMI 20'
	
	UBC-0015
NET.2-3750-SW.CU 5
DAQ4.SEB5.CU PUB
PUBLIC 20'
	
	UBC-0016
NET.3-3750-SW.CU 5
DAQ4.SEB5.CU PRI
PRIVATE 20'
	
	UBC-0017
NET.4-3750-SW.CU 5
DAQ4.SEB5.CU IPMI
IPMI 20'
	
	UBC-0018
NET.2-3750-SW.CU 6
DAQ4.SEB6.CU PUB
PUBLIC 20'
	
	UBC-0019
NET.3-3750-SW.CU 6
DAQ4.SEB6.CU PRI
PRIVATE 20'



	UBC-0020
NET.4-3750-SW.CU 6
DAQ4.SEB6.CU IPMI
IPMI 20'
	
	UBC-0021
NET.2-3750-SW.CU 7
DAQ4.SEB7.CU PUB
PUBLIC 20'
	
	UBC-0022
NET.3-3750-SW.CU 7
DAQ4.SEB7.CU PRI
PRIVATE 20'
	
	UBC-0023
NET.4-3750-SW.CU 7
DAQ4.SEB7.CU IPMI
IPMI 20'
	
	UBC-0024
NET.2-3750-SW.CU 8
DAQ4.SEB8.CU PUB
PUBLIC 20'
	
	UBC-0025
NET.3-3750-SW.CU 8
DAQ4.SEB8.CU PRI
PRIVATE 20'
	
	UBC-0026
NET.4-3750-SW.CU 8
DAQ4.SEB8.CU IPMI
IPMI 20'

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBC-0027
NET.3-3750-SW.CU 18
DAQ4.A PDU 1.CU 1
PRIVATE 20'
	
	UBC-0028
NET.3-3750-SW.CU 19
DAQ4.A PDU 2.CU 1
PRIVATE 20'
	
	UBC-0029
DAQ3.ACDIST.INTLOK
DAQ3.RPS.INTLOCK
INTERLOCK
	
	UBC-0030
NET.3-3750-SW.CU 15
DAQ2.SLCON.CU 1
PRIVATE 20'
	
	UBC-0031
NET.2-3750-SW.CU 9
DAQ3.SEB9.CU PUB
PUBLIC 20'
	
	UBC-0032
NET.3-3750-SW.CU 9
DAQ3.SEB9.CU PRI
PRIVATE 20'
	
	UBC-0033
NET.4-3750-SW.CU 9
DAQ3.SEB9.CU IPMI
IPMI 20'

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBC-0034
NET.2-3750-SW.CU 10
DAQ3.SEB10.CU PUB
PUBLIC 20'
	
	UBC-0035
NET.3-3750-SW.CU 10
DAQ3.SEB10.CU PRI
PRIVATE 20'
	
	UBC-0036
NET.4-3750-SW.CU 10
DAQ3.SEB10.CU IPMI
IPMI 20'
	
	UBC-0037
NET.2-3750-SW.CU 11
DAQ3.EVB.CU PUB
PUBLIC 20'
	
	UBC-0038
NET.4-3750-SW.CU 11
DAQ3.EVB.CU IPMI
IPMI 20'
	
	UBC-0039
NET.3-3750-SW.CU 20
DAQ3.A PDU 3.CU 1
PRIVATE 20'
	
	UBC-0040
NET.3-3750-SW.CU 22
DAQ3.FEF.CU 1
PRIVATE 20'



	UBC-0041
DAQ2.ACDIST.INTLOK
DAQ2.RPS.INTLOCK
INTERLOCK
	
	UBC-0042
NET.3-3750-SW.CU 16
DAQ2.SLCON.CU 1
PRIVATE 25'
	
	UBC-0043
NET.2-3750-SW.CU 12
DAQ2.uBNPC.CUPUB
PUBLIC 25'
	
	UBC-0044
NET.4-3750-SW.CU 12
DAQ2.uBNPC.CUIPMI
IPMI 25'
	
	UBC-0045
NET.2-3750-SW.CU 13
DAQ2.SLMNCN.CUPUB
PUBLIC 25'
	
	UBC-0046
NET.3-3750-SW.CU 11
DAQ2.SLMNCN.CUPRI
PRIVATE 25'
	
	UBC-0047
NET.4-3750-SW.CU 13
DAQ2.SLMNCN.CUIPMI
IPMI 25'

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBC-0048
NET.2-3750-SW.CU 13
DAQ2.IPMI.CU PUB
PUBLIC 25'
	
	UBC-0049
NET.3-3750-SW.CU 11
DAQ2.IPMI.CU PRI
PRIVATE 25'
	
	UBC-0050
NET.4-3750-SW.CU 13
DAQ2.IPMI.CU IPMI
IPMI 25'
	
	UBC-0051
NET.3-3750-SW.CU 21
DAQ2.A PDU 4.CU 1
PRIVATE 25'
	
	UBC-0052
NET.2-3750-SW.CU 14
DAQ2.1U PC 1.CU PUB
PUBLIC 25'
	
	UBC-0053
NET.3-3750-SW.CU 12
DAQ2.1U PC 1.CU PRI
PRIVATE 25'
	
	UBC-0054
NET.4-3750-SW.CU 14
DAQ2.1U PC 1.CU IPMI
IPMI 25'

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBC-0055
NET.2-3750-SW.CU 15
DAQ2.1U PC 2.CU PUB
PUBLIC 25'
	
	UBC-0056
NET.3-3750-SW.CU 13
DAQ2.1U PC 2.CU PRI
PRIVATE 25'
	
	UBC-0057
NET.4-3750-SW.CU 15
DAQ2.1U PC 2.CU IPMI
IPMI 25'
	
	UBC-0058
DAQ1.ACDIST.INTLOK
DAQ1.RPS.INTLOCK
INTERLOCK
	
	UBC-0059
NET.3-3750-SW.CU 17
DAQ1.SLCON.CU 1
PRIVATE 25'
	
	UBS-0001
DAQ3.FEF.SERIAL 1
DAQ4.SEB1.SERIAL 1
SERIAL - 8ft
	
	UBS-0002
DAQ3.FEF.SERIAL 2
DAQ4.SEB2.SERIAL 1
SERIAL - 8ft



	UBS-0003
DAQ3.FEF.SERIAL 3
DAQ4.SEB3.SERIAL 1
SERIAL - 9ft
	
	UBS-0004
DAQ3.FEF.SERIAL 4
DAQ4.SEB4.SERIAL 1
SERIAL - 9ft
	
	UBS-0005
DAQ3.FEF.SERIAL 5
DAQ4.SEB5.SERIAL 1
SERIAL - 10ft
	
	UBS-0006
DAQ3.FEF.SERIAL 6
DAQ4.SEB6.SERIAL 1
SERIAL - 10ft
	
	UBS-0007
DAQ3.FEF.SERIAL 7
DAQ4.SEB7.SERIAL 1
SERIAL - 11ft
	
	UBS-0008
DAQ3.FEF.SERIAL 8
DAQ4.SEB8.SERIAL 1
SERIAL - 11ft
	
	UBS-0009
DAQ3.FEF.SERIAL 9
DAQ3.SEB9.SERIAL 1
SERIAL - 7ft

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBS-0010
DAQ3.FEF.SERIAL 10
DAQ3.SEB10.SERIAL 1
SERIAL - 7ft
	
	UBS-0011
DAQ3.FEF.SERIAL 11
DAQ3.EVB.SERIAL 1
SERIAL - 7ft
	
	UBS-0012
DAQ3.FEF.SERIAL 12
DAQ2.uBNPC.SERIAL 1
SERIAL - 9ft
	
	UBS-0013
DAQ3.FEF.SERIAL 13
DAQ2.SLMNCN.SERIAL
SERIAL - 9ft
	
	UBS-0014
DAQ3.FEF.SERIAL 14
DAQ2.IPMI.CU IPMI
SERIAL - 9ft
	
	UBS-0015
DAQ3.FEF.SERIAL 15
DAQ2.1U PC 1.SERIAL
SERIAL - 11ft
	
	UBS-0016
DAQ3.FEF.SERIAL 16
DAQ2.1U PC 2.SERIAL
SERIAL - 11ft

	
	
	
	
	
	
	
	
	
	
	
	
	

	UBF-0001
NET.2-3750-SW.FBR.G1
DAQ3.EVB.FIBER 1
10GB FIBER
	
	UBF-0002
NET.2-3750-SW.FBR.G2
DAQ3.EVB.FIBER 2
10GB FIBER
	
	UBF-0003
NET.3-3750-SW.FBR.G1
DAQ2.uBNPC.FIBER 1
10GB FIBER
	
	UBF-0004
NET.3-3750-SW.FBR.G2
DAQ2.uBNPC.FIBER 2
10GB FIBER
	
	
	
	
	
	




